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2008 Third Quarter Water Monitoring" Genwal Resources. Inc., Crandall Canyon
Mine, WQ08-3" Task ID #3140

Water monitoring requirements for the Crandall Canyon Mine can be found in Sections
7 .31 .21, Ground Water Monitoring Plan and 7 .31.22, Surface Water Monitoring Plan.
Additional information can be found in TablesT-4,7-5,7-8,7-9 andT-10.

On August 6th, 2007, a major mine bump/bounce occurred in the Main West pillar
section causing much of the working areaof the mine to collapse. As aresult, mining operations
at the mine have ceased. The in-mine dewatering pumps were removed and temporary concrete
block seals were constructed in the north portals.

Based on Division of Oil, Gas and Mining records (the Division), the mine encountered
significant amounts of ground water and beganpumping activities in 1996. Over al4-year
period, the mine pumped an average of 742 gallons of water from the mine workings. Following
the mine collapse and subsequent sealing of the portals, the mine did not discharge for the
months of October, November and December of 2007 . However, by mid January of 2008 the
mine had filled to the extent that the mine-water had found it's way around the temporary seals
and began to discharge uncontrolled to the surface.

During the 1" quarter of 2008, spikes in Total Dissolved Solids (TDS) and Total Iron
(T-Fe) were detected during Utah Pollutant Discharge Elimination System (UPDES) sampling of
the mine water discharge (Outfall 002). However, 5 sampling events during the 2no quarter of
2008 did not produce any TDS or T-Fe levels outside of the compliance levels established in the
Permittee's UPDES permit. 3 sampling events of the mine-watef discharge during the 3'd quarter
of 2008 againproduced compliance levels for TDS and T-Fe. See 'data irregularity'section
below for more discussion.

L. was data submitted for all of the MRP required sites? YES X NOT
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Springs

The approved MRP requires the monitoring of 24 springs each quarter. Of these 24
springs, 9 require laboratory water quality analysis (See Table 7-4). The remaining I5 springs
require quarterly monitoring offield parameters (flow, pH, specific conductance and
temperature).

The Permittee submitted all required samples for the spring sites.

Streams

The approved MRP requires the monitoring of 12 surface water/stream sites. Of these I2
surface water/stream sites, 9 require laboratory water quality analysis (See Table 7-S). The
remaining 3 sites require quarterly monitoring offield parameters (flow, pH, spectfic
conductance, temperature and dissolved oxygen).

The Permittee submitted all required samples for the stream sites.

WeAs

The approved MRP outlines monitoring of 7 wells. According to Table 7-4, all 7 wells
required quarterly laboratory water quality analysis. However, due to the mine disaster on
August 6'h, 2007, the active mine-woiktrgt have been temporarily sealed off thus rendering the
wells inaccessible.

UPDES

The UPDES Permit/MRP (UT000024365) requires monthly monitoring of 2 outfulls: 001
and 002. Outfull 001 is associated with the discharge from the primary sediment pond at the
main mine facility. Outfall 002 is associated with the mine-water discharge that reports directly
to Crandall Creek.

The Permittee submitted all required samples per the terms of the UPDES discharge
permit. Outfall 001 did not discharge during the 2nd quarter of 2008. Outfall 002 discharged and
average of 538 gallons per minute (gpm) based on 5 sampling events conducted during the
quarter.

2. Were all required parameters reported for each site? YES X No!

3. Were any irregularities found in the data? YES X Nol
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As previously discussed, following the sealing of the north portals, the mine did not
discharge for the months of October, November and December of 2007 . However in January of
2008, the mine-water began to discharge from around the temporarily constructed seals in the
north portals. The Permittee constructed a series of drains adjacent to the temporary seals and
was successful in routing the mine-water discharge directly into Crandall Creek as was done
previously during active mining operations.

During the I't quarter of 2008, 4 of 6 sampling events produced analyical results that
were outside the compliance levels established by the Permittee's UPDES permit. The
compliance level for T-Fe (as established by the UPDES discharge permit) is I part-per-million
(ppm). The sampling events of January 28th and March 3'dof 2008 produced T-Fe analyical
results of 1.491 ppm and 1.85 ppm respectively for T-Fe. The compliance level for TDS (as
established by ttre UpOES discharge pirmit) is t,ZOO ppm. The sampling events of January 1Oth
and January 28th of 2008 produced analyical results of I ,523 ppm and l,f Og ppm respectively
for TDS.

However, during the 2nd quarter of 2008 and now the 3'd quarter of 2008, analyical
results obtained for TDS and T-Fe from the mine-water discharge were within the compliance
levels established by the UPDES discharge permit (1.0 ppm for T-Fe and 1 ,200 ppm for TDS).

3 sampling events during the 3'd quarter of 2008 produced average TDS and T-Fe values
of 813 ppm and 0.585 ppm respectively. Following the initial spike of TDS and T-Fe in the I't
quarter of 2008, the following two quarters of mine-water discharge readings have beenwell
within the compliance levels established in the UPDES discharge permit.

TDS and T-Fe levels obtained from the lower Crandall Creek flume (Site LOF-I) were
both well within UPDES compliance levels (731ppm and 0.358 ppm respectively). The water
quality standard for TDS in Crandall Creek (as established by the Division of Water Quality) is
4,800 ppm for TDS.

Outfall 002 produced apH reading of 8.6, which is 2.10 standard deviations from the
mean of 7 .62. The relatively small increase in pH is noteworthy, but is not significantly higher
than the average. Additional data collection will veriff if pH is trending upward.

4. On what date does the MRP require a five-year re-sampling of baseline water data.

Page 7-33 of the MRP states that groundwater samples collected during the low flow
period (typically thg 4th quarter) every 5 yiars will be analyzedfor baseline paiameters (See
Tables 7-5). The 4tn quarter of 2010 will be the next sampling eventwhere baseline datawill be
required.

Page 7-35 of the MRP states that surface water samples collected during the low flowperiod
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every 5 years will be analyzedfor baseline parameters (See Table 7-9). The 4ft quarter of 2010
will be the next sampling event where baseline datawill be required.

5. Based on your reviewo what further actions, if any, do you recommend?

Continued data collection and monitoring of the mine-water discharge will be necessary to
determine if a trend is emerging relative to TDS and T-Fe. The data will be essential in
determining whether the mine-water discharge remains in compliance with the UPDES permit.



Mine Water Discharge (Outfall 002)
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Grandall Greek pH

6

- q
CL

4

3

2

1

0

E EdEdEEEEE EEEEE E E EEEEEEEE gEEE
6 5 5 5 6 o 6 6 5 o 6 o 6 o o - 6 o o o 9 9 9 Ssssssssssssssssssss$$$$$$$$$$
s x$ssSsXsssS:{N$ sSSNs$ssENN$ss

Total Dissolved Solids (TDS)

1 000

800

600

ct)
E
(t,
o
F

EE E E E E EE E E E E EE E E E H EE E E
sS S S s s ss s S s S gg I t t g $g $ ESS*NSiSSSNS:Sssss:ssss

-Mine-water Q



Grandall Greek Lower Flume (LoF-l): Total lron
Levels
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